
Electrical Distribution Safety

Public Safety
older deteriorated assets



Deteriorating Assets 
Consequences

Consequences & Potential Consequences:

ÅIncreased safety risks to public and workers
ïFires/explosion

ï Exposure to electrical shock

ï Exposure to falling parts

ÅIncreased outages ïincreased public concerns & 
increased operating costs due to emergency 
responses

ÅIncreased Liability 

ÅIncreased pressure for government to address 
these concerns ïincreased regulatory oversight



ÅRisk = hazard x severity of incident    - LDC 

ÅRisk= hazard x outrage    - PUBLIC    

Government responds to public outrage ï

increased regulation 

Eg: Walkerton, Sunrise Propane explosion, 

Bloor St gas explosion, Listeria - brought 

about major regulatory changes
In the November 2008 Speech for the Throne and subsequent budget, the 

Government of Canada committed to "keeping Canadians safe by putting in 

place new rules for food safety."
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Transformer Vaults



Electrical Distribution Safety

Ontario Incidents

Å11 reported incidents of vault fires 

and explosions 

Åall over 30 years of age.

Transformer Vaults
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Deteriorating Poles
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Ontario Incidents
Deteriorating Poles

Å86 reported 

instances of 

rotted, cracked, 

damaged  poles in 

the province.


