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Electrical Distribution Safety

GENERAL STATEMENT:

ESA would like to ensure all LDCs are aware that Temporary Installations fall under the requirements of Regulation
22/04, when the criteria outlined in Section 2 (Application) of the regulation are met. Auditors have been instructed
to ensure Temporary Installations are part of their audits and ESA’s expectation is that LDCs will be in compliance.
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ADDITIONAL INFORMATION:

For additional information regarding Temporary Services see Safety Bulletin DSB — 02/08.

If you can provide additional information on this Bulletin or any other Utility issue, please contact ESA to share your
experiences. Additional information requests, and follow-up information, may be directed to ESA. Please be
prepared to quote Bulletin “DIB-01/10".
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